~——¢ WATER MAIN

VARIABLE

24" MIN.

/FINISHED GRADE

B—36 OR EQUAL

BLIND FLANGE:

/_W\; WATER MAIN
SIZE VARIES
ANGLE VARIES -

el

CONCRETE METER BOX:
WITH STEEL LID \

VALVE BOX SAME AS DRAWING W-7,

FLANGED RISER

WATER MAIN
SIZE VARIES
4"0R 6" DIA. »
/\ R ii 36" MIN. ¢
/4 )Q j
N 0( ]
| U 90" ELL
% 4"0R 6" DIA.
VALVE
4"0R 6” DIA. PER SCHEDULE BELOW ¢
BLOW—OFF SCHEDULE
NOTE:
PIPE SIZE
1. ALL FITTINGS SHALL BE SECURED WITH RETAINING MAIN — BLOW—OFF
GLANDS, HARNESSES OR TIE—RODS AS APPLICABLE. 6 47
2. PLACE VALVES AND BLOW—OFFS OUTSIDE SIDEWALK " "
AND DRIVEWAY AREAS. 8 — 4
3. ALL PUMP DISCHARGES SHALL BE FLANGED STEEL 10”— 4”
4. ALL RISERS SHALL BE FLANGED, 6” DIAMETER. 12"— 6
14” 6”
16"—— 6"
REF. & REV. CITY OF FRESNO

BLOW—OFF ASSEMBLY
TYPE B
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